
EXTENDABLE  BACKWATER  VALVE
MAINTENANCE  GUIDE

PROTECTION FROM SEWAGE BACKUPS

Congratulations ! Your property is now protected 
from sewage backups by a Clean Check® extend-
able backwater valve. With appropriate mainte-
nance, this valve will protect your property from 
sewer backups due to system overloads, block-
ages and flooding.
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Clean Check® parts:

It is your responsibility to have this valve 
checked periodically to insure that it is operating 
properly. Under normal installation and use, a 
three month inspection interval is recommended.  
It is also recommended that a licensed plumber 
perform these inspections.

MAINTENANCE  PROCEDURE

The following steps will guide your plumber 
through a proper inspection:

Locate the backwater valve. It has been placed 
outside your building, between the sewer lateral 
cleanout and the building. 
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1. Remove the threaded cover plug by
    unscrewing it. 

2. Loosen, but do not remove, the stainless
    steel thumbscrew located inside the 
    upper collar.
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